
U.S. Department of Energy

233-H Room 54 Thermal Control Valve Removal

Savannah River Site

Aiken/Aiken/South Carolina

Thermal Control Valve in Room 54 is part of the room 54 fire supression system. It keeps the sprinkler system "dry" until heat mechanically
triggers the valve to open, allowing the sprinklers to be primed with water and ready in case one of the sprinklers activates. This system is not
needed and costly to maintain/replace. For these reasons, we are removing the valve and thus converting the fire suppression system in Room
54 to a permanently "wet" system.

B1.3 - Routine maintenance
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